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Addendum No. 1
Raleigh-Stead 12” Intertie Water Pipeline Project & Trading Post PRV
Station Addition
Contract No. 0607-079
PWP #WA-2007-130

Make the following corrections / additions to the above referenced project.

1. Detail A/D6: Change note on bottom of detail to read, “WHERE EXIST. SWALE IS RIP-RAPPED,
FROM APPROX. STA. 67+00 TO STA. 73+00, CONTRACTOR SHALL PRESERVE RIP-RAP OR
REMOVE AND RESTORE RIP-RAP TO ITS ORIGINAL CONDITION OR BETTER.”

2. No. 1 above is directly related to Bid Item 15 of the Bid Schedule.
3. Detail C/D3: Reference to Detail A/D6, “AGG. BASE A/D6” is to be removed from detail.

4. Concrete encasement detail, G/D5, submitted on 8-1/2"x11” sheet and attached to this list, shall be
added to the contract documents. This is directly related to Bid Item 19 of the Bid Schedule as well as
Tech. Spec. Section 03300 CONCRETE.

5. Correction to Tech. Spec. Section 03300, Part 2.01.B. Public Works Construction Section referenced
should be 202.01.07.

6. All references to “12” Class 250 DIP” are to be revised to be “12” Class 350 DIP.” This affects the
contract drawings as well as Bid Item 5 in both Tech. Spec. Section 01025 MEASUREMENT AND
PAYMENT and the Bid Schedule.

7. Drawing Sheet E8: Revisions have been made to Detail A/E8 to reflect updated information from
Sierra Pacific Power Co. (SPPCo) and SBC/AT&T Phone Company. Revised detail sheet E8A is
attached on an 8-1/2"x11” sheet.

8. Electric hook-up sheet produced by SPPCo (WO# 07-36357), which was available for contractor pick-
up at pre-bid meeting held at TMWA on Thursday, March 15, 2007, is to be made a part of the
contract documents. Any reference to “developer” or “applicant” on the SPPCo drawings shall also
mean “contractor” regarding the work to be performed for TMWA under this contract.

9. Conduit Schedule on Drawing Sheet E8: “Conduit” column, row 9, “D4” to be corrected to be “D1”.

10. Conduit Schedule on Drawing Sheet E8: Quantity of conduit type “H1” to be one (1) 3-inch, per
electrical hook-up drawing provided by SPPCo.

11. Questions will be accepted until 12pm on March 22, 2007. All questions must be provided in writing
to Justine Chambers at jchambers@tmwa.net or by fax to 775-834-8153.

End of Addendum No. 1






